
IMMOKALEE WATER AND SEWER DISTRICT 
INVITATION TO BID (ITB FY2025-02) 

for 
Clay Sewer Pipelining Project 

 
Addendum 5 

 
This Addendum provides responses to questions submitted from February 13 – 20 2025. 

   
1) Would the District consider an extension for the project completion? Given the 

various types of work involved (Lining, Laterals, cleanout installs), 120- Business 
Days is being requested. 
 
A: A time extension will not be granted for this project. 
 

2) On page 2, the Agreement Between Collier County and Immokalee Water and 
Sewer District the CDBG Grant Program calls to fund the upgrade of the clay sewer 
gravity pipe cured in place (CIPP) methodology. On the bid form Group F - CURED-
IN-PLACE LINING & FOLD AND FORM PIPE LINING. Will the city be allowing Fold 
and Form to be installed or just CIPP. 
 
A: In addition to CIPP, Fold & Form PVC liner will be accepted, however, Fold & 
Form HDPE Liner will not be accepted.  
 

3) On page 12 in the Technical Specifications under Install liner “grouting to eliminate 
infiltration at service connections and liner ends,” if we are lining the laterals why 
would we need to grout before? 
 
A: Refer to Addendum 2 and Addendum 3.   

 
4) Does the Immokalee Water and Sewer District have the line lengths and MH 

depths? 
 
A: The District does have as-builts showing line lengths and Invert elevations. 
These will be scanned and posted as Addendum 6.  
 

5) Please clarify, if the owner awards the contractor a 100’ segment to CIPP line, and 
there is a 20’ section of pipe in that segment that requires mechanical tuberculation 
removal, the contractor will be paid for the 20’ of mechanical tuberculation removal 
under item F12, or is it included in the lining item F1? 
 
A: It is the intent for tuberculation removal to be paid for under Line Item F12. 
 



6) Are there any previous detailed, itemized bid tabs for this or similar work completed 
by the owner? 
 
A: The District does not have previous bid tabs available. 
 

7) Will the owner provide a dumpsite for debris removed through the cleaning 
operation? 
 
A: Yes, the existing sand drying beds at the WWTP can be utilized for this 
project. 

  
8) We submit the following questions: 

a. CIPP Liner: We submit GCU/ United Felts for CIPP lining. 
 

A: United Felts is acceptable for use on this project for CIPP lining since it 
meets the requirements of the technical specifications. 

 
Modify Paragraph 2.1.C on page 110 of the technical specifications as 
follows (deletions are denoted by strikethrough text, additions are 
denoted by bold italicized text): “ C. CIPP liner shall be Insituform, 
National Liner, or Inliner, or pre-approved equal.” 

  
b. Fold & Form Liner: We submit Thermoform for fold & form lining 

 
A: Thermoform is acceptable for use on this project for Fold & Form Liner 
since it meets the requirements of the technical specifications. 

              
c. Lateral Liner: We submit LMK for lateral lining 

 
A: LMK is acceptable for use on this project for Lateral Lining since it meets 
the requirements of the technical specifications. 

  
9) On this project here are 192 T-Liners outlined in the bid. However, there are only 

96 Clean-outs outlined: (3-part question) 
a. Have existing clean-outs been verified? If so, do they have any information 

regarding their exact location on each property?  
 
A: Contractor must field verify. 
 

b. Are the existing clean-outs usable?  
 
 A: Contractor must field verify. 
 

c. Are the existing clean-outs “size on size”, meaning, do the 6” laterals have 
6“ riser pipes and vice versa for the 4”?  



 
A: Contractor must field verify. 

  
10) In the Invitation to Bid Document: P. 3: Says the project must be completed 60 

days after NTP.  Due to the different phases on this project each phase must be 
completed in the proper order of operations with one crew completing their work 
before the next crew comes in and begins theirs, as well as the one after that. This 
is a very aggressive schedule. Would the owner consider giving more time to 
complete? 
 
A: No 

  
11) Item D12: in the Technical Specifications it mentions “testing” under this item. We 

did not see any testing specification on this project. If it is required, can you 
provide the specification for that testing? 
 
A: Please refer to the Leakage Tests specification on pages 153 through 156 of the 
technical specifications. 
  

12) Item D17: Please provide an answer to each of the questions outlined below it will 
be needed due to the significant cost of this one item. This would enable the owner 
to only pay for that line item if needed and not force the contractor into artificially 
inflating prices on something that may or may not be required to complete this 
task. 
 
A: Item D17 is the linear foot cost for lateral liners that exceed the 15 feet that are 
included in line item D12 on the bid form.  The bid quantity for line item D17 for 
the project is 200 Linear Feet, which will be utilized on a case-by-case basis. 
  

13) Item D31– Items in common - Cleanout Installation in Grass Area. This is a 
traditional clean-out with a wye facing downstream. Will the owner accept a Vac-A-
Tee (ASTM F3097-15) in lieu of the traditional excavated clean-out as outlined in 
the specification? 
 
A: Yes 
 

14)  Also, for this line item, there is no contingency for locations that require excavation 
"Beyond 5' in Depth". Will the owner consider adding a line item to cover additional 
depth should it be required? 
A: The District does not intend to install cleanouts at depths greater than 5 feet for 
this project. 
  

15) Section 02770, CIP Full Circle Main/Lateral Connection: Are there currently any 
approved equals to the T-Liner? 
 



A: Yes, SCS +L is approved. Refer to Addendum 2. 
  

16) Could you please confirm if there is a specified Bid Bond form that we are to use? 
 
A: The ITB Package did not contain a specific bid bond form. Bidders can use a 
form issued by their surety company as long as the requirements of Section 
287.0935 Florida Statutes are met. Refer to Chapter 287 Section 0935 - 2021 
Florida Statutes - The Florida Senate. 

 
17) For the following requirement, please confirm what would be considered 

“evidence”: Section 12. Subsection j. “Evidence that the bidder can obtain the 
following insurance and bonds as required under the Construction Contract 
contained in Part C of this solicitation: 1) a payment and performance bond and 2) 
builder’s risk insurance.” 

a. Payment and Performance Bond, we have our bonding company’s letter 
stating our bonding capacity. What would suffice as “evidence”. 

b. Builder’s Risk Insurance? 
 
A: A letter from your insurance company stating that you can obtain Builder’s Risk 
Insurance would suffice. 
 

18) Besides our Florida GC license, is any other licensing/permitting/registration needed 
to work in Immokalee?  
 
A: Refer to the Invitation to Bid document, Section 12, for licensing and 
registration requirements.     

https://www.flsenate.gov/Laws/Statutes/2021/287.0935
https://www.flsenate.gov/Laws/Statutes/2021/287.0935

