IMMOKALEE WATER AND SEWER DISTRICT
INVITATION TO BID (ITB FY2026-01-REBID)
for

WASTEWATER TREATMENT PLANT REUSE/WATER RECLAMATION
FACILITY

Addendum 1

This Addendum provides responses to questions submitted on May 14, 2026 at 12:13
PM.

1. Are there any American Iron and Steel or domestic requirements?
Response: No

2. What type of lining is required for all the fittings? Ductile Iron Pipe section says
P-401 is required, and the PVC Pipe section says Fusion Bonded Epoxy. Which
one is required?

Response: The fittings shall be lined with Protecto 401 Ceramic Epoxy. See
Addendum 2 for revised Technical Specifications, Section 33 31 50, Piping and
Valves.

3. All the above ground fittings are listed as MJ, but the Plug Valves are listed as
Flanged. Please verify that all above ground pipe and fittings are to be flanged?
Response: Yes, all above ground pipe and fittings are to be flanged.

This Addendum provides a response to a question submitted on May 14, 2026, at
2:04 PM.

4. When you have a chance can you send me the spec documents for this bid?
Response: The Technical Specifications are included with the solicitation and can be
accessed by visiting our website at www.immokaleewatersewer.com or
www.Demandstar.com. It is the responsibility of the respondent/bidder to monitor
the solicitation for any posted Addenda/documents.



http://www.immokaleewatersewer.com/
http://www.demandstar.com/
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