





RESTORATION NOTES:

1. ALL LANDSCAPED AREAS DISTURBED OR DAMAGED BY THE CONSTRUCTION OPERATION
SHALL BE SEEDED AND MULCHED OR SODDED.

2. CONTRACTOR MUST MAINTAIN AND PRESERVE NEWLY GRADED AREAS AND REPAIR AREAS
WHERE SETTLING AND EROSION HAVE OCCURRED.

3. THE CONTRACTOR SHALL EMPLOY A LAND SURVEYOR, REGISTERED IN THE STATE OF
FLORIDA, TO REFERENCE AND RESTORE PROPERTY CORNERS AND BENCHMARKS WHICH
MAY BE DISTURBED BY CONSTRUCTION.

4. PROVIDE GRAVEL WITHIN FIVE (5) FEET OF NEW STRUCTURES. ALL OTHER AREAS DISTURBED
OR DAMAGED BY THE CONSTRUCTION OPERATION SHALL BE SODDED.

5. ALL PAVEMENT REPAIR SHALL BE IN ACCORDANCE WITH FDOT AND COLLIER COUNTY'S
STANDARDS.

PERMIT REQUIREMENTS (NOT ALL INCLUSIVE):

1. ALL WORK SHALL BE IN ACCORDANCE WITH BID DOCUMENTS, AND IMMOKALEE WATER &
SEWER DISTRICT'S SPECIFICATIONS AND DETAILS, COLLIER COUNTY BUILDING PERMIT AND
ALL APPLICABLE STATE REGULATIONS.

EXISTING UTILITY PROTECTION:

1. THE CONTRACTOR SHALL VERIFY THE LOCATION OF EXISTING UTILITIES AS NEEDED TO AVOID
CONTACT. EXISTING UTILITIES SHALL BE EXPOSED USING DETECTION EQUIPMENT OR OTHER
ACCEPTABLE MEANS. SUCH METHODS MAY INCLUDE BUT SHALL NOT BE LIMITED TO "SOFT
DIG" EQUIPMENT AND GROUND PENETRATING RADAR (GPR). THE EXCAVATOR SHALL BE HELD
LIABLE FOR DAMAGES CAUSED TO THE INFRASTRUCTURE AND THE EXISTING FACILITIES OF
OTHER UTILITY COMPANIES.

2. IT SHALL BE THE SOLE RESPONSIBILITY OF THE CONTRACTOR TO LOCATE AND AVOID ALL
UTILITIES, OTHER STRUCTURES AND OBSTRUCTIONS BOTH ABOVE AND BELOW GROUND
SURFACE. ALL DAMAGE RESULTING FROM THE CONTRACTOR'S FAILURE TO COMPLY WITH
THIS REQUIREMENT SHALL BE REPAIRED AT THE CONTRACTOR'S EXPENSE.

AS-BUILTS

1. AT THE COMPLETION OF CONSTRUCTION, THE CONTRACTOR SHALL SUBMIT ELECTRONIC
AS-BUILT INFORMATION IN AUTOCAD SHAPEFILE FORMAT ALONG WITH A PDF FILE OF THE
AS-BUILT PLANS FOR THE PURPOSE OF UPDATING THE IWSD'S GIS SYSTEM.

2. THE CONTRACTOR IS RESPONSIBLE FOR VERIFYING EXISTING UNDERGROUND FACILITIES
THAT DIRECTLY INTERFERE WITH THE INSTALLATION OF THE NEW DUCT BANK AND
CONTRACT RELATED STRUCTURES. AS-BUILTS OF NEW FACILITIES AND VERIFIED EXISTING
UNDERGROUND FACILITIES ARE REQUIRED.
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SUMMARY OF WORK:

1.

THE IMMOKALEE WATER AND SEWER DISTRICT (IWSD) OWNS AND OPERATES THE CARSON ROAD WTP,
WHICH CONSISTS OF A 1.5 MG GROUND STORAGE TANK AND A NEWER BUILDING CONTAINING THE HIGH
SERVICE PUMPS, MOTOR CONTROL CENTER (MCC), AND STANDBY GENERATOR WHICH WERE
CONSTRUCTED AROUND 2008. THE SITE ALSO CONTAINS AN OLDER 0.75 MG. GROUND STORAGE TANK
(ABANDONED) AND AN OLDER PUMP BUILDING. THE OLDER BUILDING CURRENTLY HOUSES AN MCC
THAT PROVIDES POWER TO WELL 102 AND LIFT STATION C, WHICH ARE BOTH LOCATED ON SITE. THE
MCC IN THE NEWER BUILDING PROVIDES POWER TO THE MCC IN THE OLD BUILDING. THE IWSD
DESIRES TO REFEED THE POWER FOR WELL 102 AND LIFT STATION C DIRECTLY FROM THE NEWER MCC
AND THEN DEMOLISH THE OLD BUILDING AT A LATER DATE.

GENERAL NOTES:

1.

THE DRAWINGS DEPICT THE APPROXIMATE LOCATION OF UNDERGROUND UTILITIES, WHICH WERE
DETERMINED FROM IMMOKALEE WATER & SEWER DISTRICT'S LATEST RECORD DRAWINGS. THE
CONTRACTOR SHALL VERIFY THE EXACT HORIZONTAL AND VERTICAL LOCATION OF UNDERGROUND
UTILITIES IN THE AREA OF CONSTRUCTION PRIOR TO PROCEEDING WITH THE WORK. THE
CONTRACTOR SHALL MAKE ALL NECESSARY ARRANGEMENTS AND PAY ALL COSTS ASSOCIATED WITH
THE TEMPORARY RELOCATION, SUPPORT, MONITORING, PROTECTION, OR OTHER INTERACTION WITH
UTILITY FEATURES WHICH MIGHT BE AFFECTED BY THE WORK. PROVIDE REQUIRED NOTICE TO OTHERS
FOR SUCH WORK TO ALLOW THE PROJECT TO CONTINUE IN ACCORDANCE WITH THE CONTRACT
SCHEDULE. THE COST OF SUCH WORK SHALL BE INCORPORATED INTO THE VARIOUS ITEMS OF WORK
REQUIRED AND RELATED TO SUCH RELOCATION, SUPPORT, MONITORING OR PROTECTION. THE
CONTRACTOR SHALL BE RESPONSIBLE FOR ANY AND ALL DAMAGE WHICH MIGHT RESULT FROM HIS
FAILURE TO EXACTLY LOCATE AND PROTECT ANY AND ALL UTILITIES, WHETHER ABOVE OR BELOW
GRADE. ANY DAMAGE SHALL BE REPAIRED AT NO ADDITIONAL COST TO OWNER.

DUE TO THE PROPOSED DEPTH OF BURY OF THE NEW DUCT BANK, SIGNIFICANT CAP ROCK OR CORAL
IS NOT ANTICIPATED TO BE ENCOUNTERED. (SEE SOIL BORING PROFILE ON SHEET C103) BIDDERS MAY
CONDUCT THEIR OWN INVESTIGATIONS AT THEIR OWN COST PRIOR TO SUBMITTING A BID, AND SHALL
MAKE ARRANGEMENTS WITH OWNER PRIOR TO CONDUCTING ANY SUCH INVESTIGATIONS.

RESTORE ALL PROPERTY AND INFRASTRUCTURE, INCLUDING UTILITIES DISTURBED BY CONSTRUCTION
OPERATIONS TO THE CONDITIONS WHICH EXISTED PRIOR TO CONSTRUCTION, OR BETTER.

THE CONTRACTOR SHALL NOT ADVERSELY IMPACT WATER PLANT OPERATIONS DURING
CONSTRUCTION. COORDINATE WORK SCHEDULE WITH LANCE YORK (239) 216 - 0826 OR JAMES
JEAN-LOUIS (239) 564 - 9011.

ALL ELECTRICAL WORK SHALL BE DONE IN ACCORDANCE WITH THE NEC (NFPA 70), AND LCEC
STANDARDS.
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